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2034T1 Relay Hook-up Diagram
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AC Supply

20A Disconnect
(Supplied by 

others)

CAT 5 Data Cable
(Supplied by others)

1 Pair 12 AWG  
to Striker if run is 
more than 50 feet. 

Otherwise, may use 
14 AWG.
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to Striker

CAT 5 Data 
Cable
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CAT 5 Data 
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CAT 5 Data Cable
Termination

Ground for   
grounded strikers 

and conduit.

1 Pair 12 AWG  
to Striker

208 - 240V
AC Supply

Breaker Box
(Supplied by 

others)

30ACA302 
Lightning Arrestor
(Supplied by CMS)

Connect to bell circuit breaker.
Use instructions supplied with 

Lightning Arrestor.


