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TITLE

2052 SWINGING BELL MOTOR WIRING
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RED

VIOLET

BLACK

To Electric Supply
208-240 VAC + GND

10A Fused Disconnect

CONTROL BOX

BLUE

MB
MA

WIRING FOR MOTOR ROTATION (Viewed from Control Box)

Connection Counter Clockwise Clockwise

MA Black + Yellow Red + Yellow

MB Red + White + Orange Black + White + Orange

Low Current Enable:
Use Dry Contact between "K" and "L2" 
when "L1" and "L2" always on.
Or, Tie "K" to "L2" when switching high 
current.
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GROUND

L1

K

L2

User supplied lightswitch
or Chime Master control
relay contact


